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These are two examples (there are many others) which show the reason why
peristaltic dosing pumps should not be installed in locations exposed to direct
sunlight – It is obvious that in these instances the problem would have been
mitigated by the servicing company periodically replacing the pump bladder
(each 12 months).
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